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PLUMBING SHEET LIST

Sheet
Number Sheet Name

Designed
By Drawn By

Checked
By

P001 PLUMBING INDEX SHEET JAC JAC KDM

P002 PLUMBING LEGEND AND NOTES JAC JAC KDM

P101 FIRST FLOOR PLUMBING DWV REFERENCE PLAN JAC JAC KDM

P102 SECOND FLOOR PLUMBING DWV REFERENCE PLAN JAC JAC KDM

P111 FIRST FLOOR � AREA 'A' � PLUMBING DWV PLAN JAC JAC KDM

P112 FIRST FLOOR � AREA 'B' � PLUMBING DWV PLAN JAC JAC KDM

P113 FIRST FLOOR � AREA 'C' � PLUMBING DWV PLAN JAC JAC KDM

P114 FIRST FLOOR � AREA 'D' � PLUMBING DWV PLAN JAC JAC KDM

P115 FIRST FLOOR � AREA 'E' � PLUMBING DWV PLAN JAC JAC KDM

P116 FIRST FLOOR � AREA 'F' � PLUMBING DWV PLAN JAC JAC KDM

P117 FIRST FLOOR � AREA 'G' � PLUMBING DWV PLAN JAC JAC KDM

P121 SECOND FLOOR � AREA 'A' � PLUMBING DWV PLAN JAC JAC KDM

P122 SECOND FLOOR � AREA 'B' � PLUMBING DWV PLAN JAC JAC KDM

P123 SECOND FLOOR � AREA 'C' � PLUMBING DWV PLAN JAC JAC KDM

P124 SECOND FLOOR � AREA 'D' � PLUMBING DWV PLAN JAC JAC KDM

P125 SECOND FLOOR � AREA 'E' � PLUMBING DWV PLAN JAC JAC KDM

PL103 FIRST FLOOR PLUMBING SUPPLY REFERENCE PLAN JAC JAC KDM

PL104 SECOND FLOOR PLUMBING SUPPLY REFERENCE PLAN JAC JAC KDM

PL111 FIRST FLOOR � AREA 'A' � PLUMBING SUPPLY PLAN JAC JAC KDM

PL112 FIRST FLOOR � AREA 'B' � PLUMBING SUPPLY PLAN JAC JAC KDM

PL113 FIRST FLOOR � AREA 'C' � PLUMBING SUPPLY PLAN JAC JAC KDM

PL114 FIRST FLOOR � AREA 'D' � PLUMBING SUPPLY PLAN JAC JAC KDM

PL115 FIRST FLOOR � AREA 'E' � PLUMBING SUPPLY PLAN JAC JAC KDM

PL116 FIRST FLOOR � AREA 'F' � PLUMBING SUPPLY PLAN JAC JAC KDM

PL117 FIRST FLOOR � AREA 'G' � PLUMBING SUPPLY PLAN JAC JAC KDM

PL121 SECOND FLOOR � AREA 'A' � PLUMBING SUPPLY PLAN JAC JAC KDM

PL122 SECOND FLOOR � AREA 'B' � PLUMBING SUPPLY PLAN JAC JAC KDM

PL123 SECOND FLOOR � AREA 'C' � PLUMBING SUPPLY PLAN JAC JAC KDM

PL124 SECOND FLOOR � AREA 'D' � PLUMBING SUPPLY PLAN JAC JAC KDM

PL125 SECOND FLOOR � AREA 'E' � PLUMBING SUPPLY PLAN JAC JAC KDM

P131 FIRST FLOOR � AREA 'A' � RADON MITIGATION PLAN FAR FAR KDM

P132 FIRST FLOOR � AREA 'B' � RADON MITIGATION PLAN FAR FAR KDM

P133 FIRST FLOOR � AREA 'C' � RADON MITIGATION PLAN FAR FAR KDM

P134 FIRST FLOOR � AREA 'D' � RADON MITIGATION PLAN FAR FAR KDM

P135 FIRST FLOOR � AREA 'E' � RADON MITIGATION PLAN FAR FAR KDM

P136 FIRST FLOOR � AREA 'F' � RADON MITIGATION PLAN FAR FAR KDM

P501 PLUMBING DETAILS JAC JAC KDM

P502 PLUMBING DETAILS JAC JAC KDM

P503 PLUMBING DETAILS JAC JAC KDM

P504 PLUMBING DETAILS JAC JAC KDM

P505 PLUMBING DETAILS JAC JAC KDM

P506 PLUMBING DETAILS JAC JAC KDM

P507 RADON RISER DETAILS FAR FAR KDM

P508 RADON RISER DETAILS FAR FAR KDM

P601 PLUMBING SCHEDULES JAC JAC KDM

P602 PLUMBING SCHEDULES JAC JAC KDM

P700 PLUMBING DWV SCHEMATICS JAC JAC KDM

P701 PLUMBING DWV SCHEMATICS JAC JAC KDM

P702 PLUMBING DWV SCHEMATICS JAC JAC KDM

P703 PLUMBING SUPPLY SCHEMATICS JAC JAC KDM

P704 PLUMBING SUPPLY SCHEMATICS JAC JAC KDM

P705 PLUMBING SUPPLY SCHEMATICS JAC JAC KDM

P706 PLUMBING SUPPLY SCHEMATICS JAC JAC KDM

P707 PLUMBING SUPPLY SCHEMATICS JAC JAC KDM

P708 PLUMBING SUPPLY SCHEMATICS JAC JAC KDM

P709 PLUMBING SUPPLY SCHEMATICS JAC JAC KDM

P710 PLUMBING SUPPLY SCHEMATICS JAC JAC KDM

P711 PLUMBING SUPPLY SCHEMATICS JAC JAC KDM

P712 KITCHEN PLUMBING DWV & SUPPLY SCHEMATICS JAC JAC KDM

P713 CONCESSION PLUMBING DWV & SUPPLY SCHEMATICS JAC JAC KDM

P714 WATER HEATER & GAS PIPING SCHEMATICS JAC JAC KDM
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SYMBOLS AND ABBREVIATIONS

VENT THRU ROOFVTR

THRUST BLOCK

INVERT ELEVATION

IN ACCORDANCE WITH

OPEN RECEPTACLE

POUNDS PER SQUARE INCH

PRESSURE REDUCING VALVE (WATER, OR GAS)

DOMESTIC RECIRCULATING HOT WATER

TOP ELEVATION

UNLESS OTHERWISE NOTED

TRAP PRIMER

RHW

TB

UON

TYP

TE

TP

TYPICAL

PSI

PRV

MANHOLEMH

OR

IAW

IE

GENERAL NOTES
ABOVE FINISHED FLOOR

ABOVE FINISHED ROOF

DOMESTIC COLD WATER

DOMESTIC HOT WATER

FREEZE PROOF WALL HYDRANT

NOTE: NOT ALL SYMBOLS AND ABBREVIATIONS NECESSARILY USED ON THIS PROJECT.

HW

HB HOSE BIBB

FPWH

DN

CW

DOWN

C.I. CAST IRON

AFR

AFF

NTS NOT TO SCALE

NIC NOT IN CONTRACT

ID INSIDE DIMENSION

OD OUTSIDE DIMENSION

NC

NO NORMALLY OPEN

NORMALLY CLOSED

ALL MANHOLES, VAULTS AND SIMILAR UNDERGROUND STRUCTURES SHALL
HAVE THE TOP ELEVATION SET FLUSH WITH FINISHED GRADE UNLESS
SPECIFICALLY NOTED OTHERWISE.

SR SANITARY RISER

VALVES OR ANY PLUMBING ITEM REQUIRING ACCESS SHALL NOT BE
LOCATED ABOVE A HARD CEILING. IF THIS IS NOT POSSIBLE, THEN AN
APPROPRIATELY SIZED ACCESS DOOR SHALL BE PLACED UNDER THE ITEM
TO ALLOW EASY MAINTENANCE AND ADJUSTMENT.  ADDITIONALLY ALL
SUCH ITEMS SHALL NOT BE LOCATED AN UNREASONABLE DISTANCE ABOVE
THE CEILINGS.  IN GENERAL ALL SUCH ITEMS UNLESS INDICATED
OTHERWISE SHALL BE MOUNTED SIX TO TWELVE INCHES ABOVE THE
CEILING.  IF IN DOUBT, CONTACT NAV FAC CONSTRUCTION MANAGER PRIOR
TO INSTALLING.

DEVIATIONS IN SIZE, CAPACITIES, FIT, FINISH, ETC. FOR EQUIPMENT FROM
THAT USED AS BASIS OF DESIGN SHALL BE THE  RESPONSIBILITY OF THE
PURCHASER OF THAT EQUIPMENT. ANY PROVISIONS REQUIRED TO
ACCOMMODATE A DEVIATION, WHETHER  APPROVED BY THE NAV FAC
CONSTRUCTION MANAGER OR NOT, SHALL BE THE RESPONSIBILITY OF THE
PURCHASER.

WHERE MOUNTING HEIGHTS ARE NOT INDICATED OR ARE IN
CONFLICT  WITH ANY OTHER BUILDING SYSTEM, CONTACT THE
CONTRACTING OFFICER BEFORE INSTALLATION.  REFER ALSO TO
ARCHITECTURAL WALL INTERIOR AND EXTERIOR WALL ELEVATIONS,
CEILING HEIGHTS AND OTHER DETAIL OF THESE DOCUMENTS.

THE CONTRACTOR SHALL RELOCATE OR AVOID ANY EXISTING
EQUIPMENT  APPURTENANCES, ETC., THAT CONFLICT WITH NEW WORK.

SEAL AIRTIGHT AROUND ALL DUCTS AND PIPING PENETRATIONS
THROUGH  WALLS, FLOORS AND ROOF. PROVIDE FIRE STOPPING IN FIRE
PARTITION.

INSTALL ALL PIPING AND EQUIPMENT IN STRICT ACCORDANCE  WITH
MANUFACTURER'S INSTALLATION INSTRUCTION. IF IN CONFLICT WITH THE
DESIGN INDICATED IN CONTRACT DOCUMENTS, ADVISE THE CONTRACTING
OFFICER PRIOR TO INSTALLATION FOR CLARIFICATION. PROVIDE
RECOMMENDED ACCESS AND SERVICE CLEARANCES FOR ALL EQUIPMENT.

ALL OFFSETS IN PIPING ARE NOT NECESSARILY SHOWN. PROVIDE
ADDITIONAL OFFSETS WHERE NECESSARY.

LOCATIONS OF PIPING AND EQUIPMENT ARE APPROXIMATE AND
SUBJECT TO MINOR ADJUSTMENTS IN THE FIELD.  DO NOT SCALE THE
DRAWINGS.

ALL PIPING IN ROOMS WITH CEILINGS SHALL BE ABOVE CEILING
EXCEPT AS NOTED.

ALL PENETRATIONS OF FIRE AND SMOKE RATED ASSEMBLIES SHALL BE
APPROPRIATELY FIRE STOPPED PER AN APPROVED U.L. LISTED
STANDARD.  CONTRACTOR SHALL PAY PARTICULAR ATTENTION TO
INSULATED PIPING PENETRATIONS.

THE CONTRACTOR IS RESPONSIBLE FOR ALL UTILITY COMPANY FEES OR
OTHER COSTS THAT ANY UTILITY COMPANY MAY REQUIRE TO COMPLETE
THEIR WORK.  (GAS, SEWER, WATER, ETC.).

OBSERVE ALL APPLICABLE CODES, RULES AND REGULATIONS THAT MAY
APPLY TO THE WORK UNDER THIS CONTRACT.

COORDINATE ALL WORK WITH PROJECT PHASING REQUIREMENTS.

ALL NEW WORK SHALL BE HUNG FROM STRUCTURE, NOT FROM THE WORK OF
OTHER TRADES, WHETHER EXISTING OR NEW.

THE CONTRACTOR SHALL EXERCISE EXTREME CARE IN THE COURSE OF THEIR
WORK SO AS TO INSURE THAT THEY DO NOT INTERRUPT ANY
EXISTING  UTILITY SERVICE.  FOR SAFETY PURPOSES, PAY PARTICULAR
ATTENTION TO THIS  PRECAUTION RELATIVE TO NATURAL GAS AND ELECTRICAL
LINES.  VERIFY  THE LOCATION, SIZE, TYPE, ETC., OF EACH UNDERGROUND OR
OVERHEAD  UTILITY.  ALL WORK SHALL BE PERFORMED IN ACCORD WITH ALL
FEDERAL,  STATE AND/OR LOCAL RULES, REGULATIONS, STANDARD AND SAFETY
REQUIREMENTS.  UTILITIES SHALL BE INSTALLED IN ACCORD WITH THE
APPLICABLE MUNICIPALITY OR UTILITY COMPANY STANDARDS. IN ALL  CASES,
THE MOST STRINGENT REQUIREMENT SHALL APPLY.

COORDINATE THE LOCATION OF DRAINS, GAS OUTLETS, ETC., WITH ALL
CASEWORK EQUIPMENT, MECHANICAL ROOM EQUIPMENT, ETC., PRIOR
TO COMMENCING INSTALLATION.  WORK NOT SO COORDINATED SHALL
BE REMOVED AND PROPERLY INSTALLED AT THE EXPENSE OF THE
CONTRACTOR.

WHEN RUNNING ANY TYPE OF PIPING BELOW A FOOTER, OR IN THE ZONE OF
INFLUENCE THE PIPING SHALL BE BACKFILLED WITH CEMTITIOUS FLOWABLE
FILL PER SPECIFICATIONS. WHEVER POSSIBLE, LOCATE PIPING OUTSIDE OF
THE ZONE OF INFLUENCE. THE ZONE OF INFLUENCE IS THE AREA UNDER THE
FOOTER WITHIN A 45 DEGREE ANGLE PROJECTING DOWN FROM THE BOTTOM
EDGE OF THE FOOTER OF ALL SIDES OF THE FOOTER. ADDITIONALLY, GREASE
TRAPS, MANHOES, VAULTS, AND OTHER UNDERGROUND STRUCTURES SHALL
BE HELD AWAY FROM BUILDING WALLS FAR ENOUGH TO BE OUTSIDE OF THE
ZONE OF INFLUENCE.

PIPING TEE (TURNED UP/DOWN)

MECHANICAL EQUIPMENT DESIGNATOR

FP

ECO

G

CO

CO

FIRE PROTECTION PIPING

CLEANOUT IN CEILING SPACE

FLOOR CLEANOUT

EXTERIOR CLEANOUT

GAS PIPING

PLUMBING FIXTURE DESIGNATOR

SAFETY RELIEF VALVE

DOMESTIC HOT WATER SUPPLY

DOMESTIC COLD WATER PIPING

DOMESTIC RECIRCULATING HOT WATER

PRESSURE REDUCING VALVE (GAS, WATER, ETC.)

SANITARY WASTE PIPING TO GREASE TRAP

VENT PIPING

SAN

GW

OR

SANITARY WASTE PIPING

BALL VALVE

DOUBLE CHECK VALVE ASSEMBLY

CONNECT TO EXISTING (VERIFY EXACT LOCATION)

PIPE ELBOW TURNING UP/TURNING DOWN

CHECK VALVE

STRAINER

PETE'S PLUG

UNION

BALANCING VALVE

P-#

FLOOR DRAIN DESIGNATOR

V VACUUM BREAKER

FD-#

CA COMPRESSED AIR

O S & Y VALVE (GATE)

THERMOMETER

VT

HOSE BIBHB

XXX-XX

ACID WASTE PIPING

ACID WASTE VENT PIPING

AW

AVT

TEPID WATER PIPINGTPW

AMERICAN  ASSOCIATION OF STATE HIGHWAY
AND TRANPORTATION OFFICIALS

AASHTO

WATER HAMMER ARRESTORWHA

MAKE PROPER PIPING CONNECTIONS TO ALL FIXTURES AND EQUIPMENT
EVEN THOUGH ALL BRANCHES MAINS, ELBOWS AND CONNECTIONS ARE NOT
SHOWN.

COORDINATE WITH ARCHITECTURAL WORKING DRAWINGS BEFORE ROUGH-IN
PLUMBING FIXTURES.

UNLESS OTHERWISE NOTES, PIPING SHALL BE RUN AS HIGH AS POSSIBLE.
CONCEALED ABOVE CEILINGS, IN WALLS AND PARTITIONS, AND IN PIPE
CHASES.

SLOPES AND INVERT ELEVATIONS SHALL BE ESTABLISHED BEFORE ANY
PIPING IS INSTALLED IN ORDER THAT PROPER SLOPES WILL BE MAINTAINED.

ALL WALL HYDRANTS SHALL BE MOUNTED 24" (610) ABOVE FINISHED GRADE
UNLESS OTHERWISE SPECIFIED.

ALL HOSE BIBBS BE MOUNTED 18" (460) ABOVE FINISHED FLOOR UNLESS
OTHERWISE SPECIFIED.

COORDINATE WORK WITH OTHER TRADES SO AS NOT TO DISTURB NEW OR
REPAIRED FINISHES.

ALL PLUMBING VENTS IN EXTERIOR WALLS SHALL BE OFF-SET A MINIMUM OF
3'-0" (915) AT ROOF BEFORE ROOF PENETRATION.

ALL PLUMBING VENTS WITHIN 10'-0" (3050) RADIUS OF EXHAUST VENTS SHALL
BE EXTENDED TO A HEIGHT OF 2'-0" (610) ABOVE EXHAUST VENT CROWN.

ALL HOT AND COLD WATER PIPING INDICATED TO BE RUN ABOVE FINISHED
CEILINGS OR IN EXTERIOR WALLS SHALL BE INSTALLED ON THE CONDITIONED
SPACE SIDE OF THE BUILDING INSULATION.

SLOPES AND INVERT ELEVATIONS OF EXTERIOR SEWERS, MANHOLES, ETC.
SHALL BE ESTABLISED AND VERIFIED BY THE CONTRACTOR BEFORE ANY
PIPING IS INSTALLED IN ORDER THAT PROPER SLOPES WILL BE MAINTAINED
AND NECESSARY INVERT ELEVATIONS OBTAINED.

PROVIDE DEEP SEAL P-TRAPS FOR ALL FLOOR DRAINS.

ESPD ELEVATOR SUMP PUMP DISCHARGE

GAS COCK

RADON MITIGATION PIPINGRAD

EPO EMERGENCY POWER OFF

BOILER & WATER HEATER EPOB

COORDINATE ALL PENETRATIONS THRU CONCRETE WALLS.  REFER TO WALL
ELEVATION NOTE #6, SHEET S201.  TYPICAL.

COORDINATE ALL PIPE AND CONDUITS UNDER WALL FOOTINGS WITH THE
GENERAL CONTRACTOR.  REFER TO DETAIL 10, SHEET S501.

DO NOT INSTALL ANY PIPING OR CONDUIT UNDERNEATH OR THRU COLUMN
FOOTINGS.

REFER TO SHEET A101WP FOR WATERPROOFING PENETRATIONS THRU
WALLS AND CONCRETE SLABS.
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P30 REFER TO CIVIL PLANS FOR CONTINUATION.

P122 PROVIDE FLOOR MOUNTED GREASE TRAP - ACID RESISTANT COATED
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